


Proposed Infrastructure

Con Ed Low Temp Pipe

Hot Water Pipe

Condenser Water Pipe

Chilled Water Pipe

6th AVENUE BUILDING
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HEAT PUMP

CHILLER

OTHER 6th AVENUE BUILDING
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HEAT PUMP

30 ROCK

X10 COOLING TOWERS
1920 GPM

S50ROCK

45 ROCK / 630 5th AVENUE

( RECOVERED HEAT FROM ENTIRE CENTER

EXHAUST HEAT RECOVERY

CONDENSATE HEAT
RECOVERY

SERVER LOADS
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X7 COOLING TOWERS
1070 GPM EACH

CHILLER

X7 COOLING TOWERS
2070 GPM
X3 COOLING TOWERS
2100 GPM EACH
2500 TON CHILLER PLANT
30 ROCK CENTRAL PLANT
14,500 TON CHILLER PLANT
7] PLATE AND FRAME
. HEAT EXCHANGER ICE PLANT B

w 11,000 TON-HOUR STORAGE

2 1000 TON CHILLER
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= CONED STEAM SHELL & TUBE PIPE IN SUBBASEMENT LOADING DOCK
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& - ICE PLANT A
8000 TON-HOUR STORAGE
PIPE IN 49th STREET 1000 TON CHILLER
600 5th AVENUE
p
1230 6th AVENUE
.
HOT WATER UNITS HEAT PUMP*
HOT WATER UNITS
PIPE IN SUBBASEMENT LOADING DOCK
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